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SYMBOL

SYMBOL LEGEND

DESCRIPTION
2 X 4 LAY-N FIXTURE - LETTER DESIGNATES TYPE

2 X 2 LAY-N FIXTURE - LETTER DESIGNATES TYPE

SQUARE SURFACE MOUNT FIXTURE - LETTER DESIGNATES TYPE

LINEAR WALL MOUNT FIXTURE - LETTER DESIGNATES TYPE

LINEAR STRIP FIXTURE - LETTER DESIGNATES TYPE

RECESSED CAN LIGHT FIXTURE - LETTER DESIGNATES TYPE

EXTERIOR WALL LIGHT FIXTURE - LETTER DESIGNATES TYPE

EXIT LKGHT - CONNECT UNSWITCHED

BATTERY BACKLP EMERGENCY LIGHT - CONNECT UNSWITCHED

EXISTNG FAN TO BE REINSTALLED AT EXISTNG LOCATION

EXISTNG 2 X 4 LAY-N FIXTURE TO REMAIN

EXISTNG 2 X 2 LAY-N FIXTURE TO REMAN

EXISTNG RECESSED CAN LIGHT FIXTURE TO REMAN

EXISTNG 2 X 4 LAY-N FIXTURE TO BE REMOVED

EXISTNG 2 X 2 LAY-N FXTURE TO BE REMOVED

EXISTNG LINEAR WALL MOUNT FIXTURE TO BE REMOVED

EXISTNG LINEAR FIXTURE TO BE REMOVED

EXISTNG RECESSED CAN LIGHT FIXTURE TO BE REMOVED

EXISTNG EMERGENCY WITH EXIT LIGHT TO BE REMOVED

EXISTNG FAN TO BE REINSTALLED AT EXISTNG LOCATION

SINGLE POLE TOGGLE SWITCH,
MOUNT 42" AFF. UNLESS NOTED OTHERWISE,

3-WAY POLE TOGGLE SWITCH.
MOUNT 42" AFF. UNLESS NOTED OTHERWISE.

EXISTNG 3-WAY SWITCH TO REMAN AND BE REUSED.

EXISTNG 3-WAY SWITCH TO BE REMOVED.

SPECIFICATION GRADE TAMPER RESISTANT GFCI RECEPTACLE
MOLINT 16" AFF. UNLESS NOTED OTHERWISE.

ABOVE FINSHED CELING

ABOVE FINSHED FLOOR - NOTE ALL MOUNTING DIMENSIONS
GIVEN ARE TO THE BOTTOM OF THE OUTLET BOX

SEE FIXTURE SCHED.
SEE FIXTURE SCHED.
SEE FIXTURE SCHED.
SEE FIXTURE SCHED.
SEE FIXTURE SCHED.
SEE FIXTURE SCHED.
SEE FIXTURE SCHED.
SEE FIXTURE SCHED.
SEE FIXTURE SCHED.
EXISTNG
EXISTNG
EXISTNG
EXISTNG
EXISTNG
EXISTNG
EXISTNG
EXISTNG
EXISTNG
EXISTNG
EXISTNG
SEE SPECIFICATIONS

SEE SPECIFICATIONS

HUBBELL GFTRST20-»
WITH NPJI26 COVER PLATE

7‘

GENERAL NOTES

THE CONTRACTOR SHALL REFER TO THE ARCHITECTURAL PLANS FOR FLOOR PLAN DIMENSIONS. DO
NOT SCALE THESE DRAWNGS.

THE ELECTRICAL CONTRACTOR SHALL COORDINATE ANY AND ALL WORK WITH OTHER TRADES
INVOLVED IN THE PRO.ECT, PRIOR TO THE INSTALLATION OF HIS EQUIPMENT SO AS TO AVOID
CONFLICTS DURING CONSTRUCTION AND TO ALLOW FOR OPTIMUM MAINTENANCE AND WORKING SPACE,

USE OF THE CONDUIT SYSTEM FOR EQUIPMENT GROINDING SHALL NOT BE ACCEPTABLE., A SEPARATE
GREEN GROUND WIRE SHALL BE RUN WITH THE CIRCUIT CONDUCTORS N EACH CONDUIT.

ALL BREAKER SIZES, SHOWN FOR MECHANICAL EQUIPMENT, SHALL BE VERIFIED BEFORE THE PLRCHASE
OR NSL%,I_LCJ)AJ ION OF SAD EQUIPMENT, WITH THE EQUIPMENT SUPPLIER AND THE MECHANICAL

ALL WORK AND MATERIAL SHALL BE PROVIDED N ACCORDANCE WITH THE STATE, LOCAL AND
NATIONAL CODES, ORDINANCES AND 2020 NATIONAL ELECTRICAL CODE (NFPA 70).

EACH CONTRACTOR SHALL PROVIDE HIS OWN SUPPORT OF ALL
FMAW&NL&PPOPT&WE@JPNEWPE?APPROVEDGOVE?MGOODESG?PE?APPROVMOF
THE ENGINEER. UNACCEPTABLE WORKMANSHIP OR MATERIALS SHALL BE REPLACED AT THE REQUEST
OF THE ENGINEER AT THE CONTRACTOR'S EXPENSE.

THE ELECTRICAL. CONTRACTOR SHALL PROVIDE ALL NECESSARY DISCONNECTS, SWITCHES, AND
RECEPTACLES UNDER THE ELECTRICAL BID AND SHALL INCLUDE ALL NECESSARY CIRCUITS TO AND
FINAL CONNECTIONS TO THE EQUIPMENT PROVIDED BY ALL SUPPLIERS.

PENETRATION:

o« WHERE HECTRICAL EQUIPMENT PENETRATES RATED WALLS AND CHELINGS, EXTERIOR WALLS, THEY
SHALL BE PROPERLY SEALED PER APPROVED UL METHODS.

« WHERE ELECTRICAL EQUIPMENT PENETRATES EXTERIOR WALLS, THEY SHALL BE PROPERLY SEALED
WITH METHODS APPROVED BY THE ENGINEER. SUBMIT DETAL OF PROPOSED SEALING METHODS.

ALL WORK SHALL BE PERFORMED BY A LICENSED ELECTRICAL CONTRACTOR.

THE CONTRACTOR SHALL PROVIDE COMPLETE UPDATED TYPEWRITTEN PANEL SCHEDILES FOR ALL
PANELBOARDS.

AS BULT DRAWNGS SHALL BE GIVEN TO THE OWNER AT THE COMPLETION OF THE PRO.JECT.

THE CONTRACTOR SHALL VERIFY THE CELING TYPES WITH THE GENERAL CONTRACTOR PRIOR TO THE
PURCHASE OF ANY LIGHT FIXTURES SO THAT THE PROPER TRIM WILL BE PROVIDED FOR ALL FIXTURES.
ANY DIFFERENCES WILL BE THE RESPONSBLITY OF THIS CONTRACTOR.

NLWIRETEQMINALSABDEGUIPNENTSHALLBEAFDAPPPOVEDFOP%’C- ONLY THWIN-2 WIRE

MINIMUM CONDUIT SIZE SHALL BE 1/ AND MNIMUM WIRE SIZE SHALL BE 312 AWG,
ALL WIRING SHALL BE IN CONDUIT. THE USE OF MC CABLE IS PROHIBITED.

THE MAXIMUM NUMBER OF HOMERINS IN A CONDUIT SHALL NOT EXCEED THREE (3) AND MUST COMPLY
WITH NEC 210.4. FEEDING CIRCUITS WITH SHARED NEUTRAL SHALL BE SWITCHED TOGETHER.

BOXES AND CONDUITS SHALL NOT BE INSTALLED RECESSED IN A 3-HOUR OR HIGHER RATED WALL.
WHEN OUTLETS ARE NDICATED ON THESE WALLS, FELD COORDINATE CONDUIT AND BOX INSTALLATION,

E.ECTRICAL IDENTIFICATION
FURNISH AND INSTALL ENGRAVED LAMNATED PHENCLIC TES FOR ALL SAFETY SWITCHES,
PANEL BOARDS, TRANSFORMERS, SWITCHBOARDS, MOTOR CONTROL CENTERS AND OTHER
ELECTRICAL EQUIPMENT SUPPLIED FOR THE PRO.ECT FOR IDENTFICATION

o FURNISH AND INSTALL SELF-ADHESIVE PLASTIC TAPE FOR ALL RECEPTACLE AND WALL SWITCH
COVER PLATES NDICATING CIRCUIT NUMBERS.

THE ELECTRICAL CONTRACTOR SHALL BE RESPONSELE FOR A COMPLETE ELECTRICAL DEMOLITION
NOTED OR IMPLIED ON THESE PLANS,

ALL ABANDONED AND UNUSED CABLES N HOLLOW SPACES, VERTICAL SHAFTS, AND VENTLATION OR
AIRHANDLING DUCTS SHALL BE REMOVED PER NEC 72625, 760.25, 770.25, 800.25, 820.25 AND 830.25.

AFTER RECONNECTING ALL NEW AND RELOCATED UGHT FIXTURES THE ELECTRICAL CONTRACTOR
SHALL MEASURE THE CONNECTED LOAD FOR EACH UGHTING CIRCUIT TO INSURE THAT NO MORE THAN
6 AMPS IS CONNECTED TO A 20 AMP CIRCUIT. THE CONTRACTOR SHALL NOTIFY THE ENGINEER IF THE
ABOVE CONDITION CAN NOT BE ACHEVED.

THE ELECTRICAL CONTRACTOR IS RESPONSBLE FOR MANTANNG CIRCUIT CONTINUITY TO ALL LIGHTING,
DEVICIE%DM EQUIPMENT NOT SUB.ECT TO REMOVAL. PROVIDE ADDITIONAL CONDUIT AND WIRING AS

RELOCATE AS NECESSARY ALL EXISTNG CIRCUTS FOUND PASSING THROUGH THE AREA OF
CONSTRUCTION AND WHICH ARE PRESENTLY IN USE N OTHER PARTS OF THE BULDNG UNAFFECTED BY
THIS PROJECT PHASE, TO MANTAIN THE CONTINUITY OF SERVICE AND GROUNDING, AND TO CONCEAL
THEM ABOVE NEW CEILINGS.

WHERE EXISTNG EQUIPMENT AND DEVICES SHALL BE REMOVED, THE CONTRACTOR SHALL REMOVE ALL
THE ASSOCIATED CONDUIT AND CONDUCTORS THAT SHALL NOT REMAIN N OPERATION BACK TO THER
DEWCERESPECEVESGRCEORTOHEPOIMONASJAEEDCRGJITFROMWPE?ETFEEWI ® =

LIGHT FIXTURE SCHEDULE

TYPE | DESCRIPTION CATALOG ELECTRICAL DATA NOTES
A 2x4 LED FLAT PANEL FIXTURE LITHONIA 4000 LUMEN LED, 3500K
RECESSED MOUNTED CPANL-2X4-AL06-SWW7-M2 O-I0V BELECTRONIC DIMMING DRIVER
4000 LLMEN 36 WATTS - 40 VA, RO-277V
OR EQUAL BY HUBBELL OR ELITE
B 6" RECESSED CAN LIGHT PRESCOLITE: 500 LUMEN LED, 3500K FIXTURE TO BE IC RATED
LUMEN LFR-6RDS-BL-35K-MD-DMIFS-WT IOV B ECTRONG DIIVING DRIVER
WITH HOUSING® LFR-6RD-HHC 2 WATTS - 13 VA, 20-277V
OR EQUAL BY HUBBELL OR ELITE
c 4' VANTY FIXTURE LITHONIA 2000 LLMEN LED, 3000K
WLA-20L-GZIO-LP835 OO0V BELECTRONIC DMMING DRIVER
1B WATTS - 20 VA, 120-277V
OR EQUAL BY HUBBELL OR ELITE
D 4" STRP LIGHT LITHONIA: 4000 LUMEN LED, 3500K
4000 LUMEN CSS-LA8-4000LM-MVOLT-35K-80CRI | O-10V ELECTRONIC DIMMVING DRIVER
27 WATTS - 3l VA, RO-277V
OR EQUAL BY HUBBELL OR ELITE
F 6 RECESSED CAN LIGHT PRESCOLITE: 2000 LUMEN LED, 3500K FIXTURE TO BE IC RATED
2000 LUVEN LFR-6RDS-20L -35K-MD-DMI-S-WT O-I0V ELECTRONIC DIMMING DRIVER
WITH HOUSING* LFR-6RD-HIC 16 WATTS - 18 VA, 120-277V
OR EQUAL BY HUBBELL OR ELITE
c 22 LED TROFFER FIXTLRE LITHONIA 2000 LLMEN LED, 3500K FIXTURE TO BE IC RATED
RECESSED MOUNTED 2VTL2-20L-ADP-GZIO-LPa35 010V ELECTRONIC DIMMING DRIVER
2000 LUMEN 16 WATTS - 16 VA, 120277V
OR EQUAL BY HUBBELL OR ELITE
Hi 4' LINEAR LED SURFACE MOUNT FIXTURE | LITHONIA: 2400 LLMEN LED, 3600K
4000 LUMEN LBLA-4000LM-80CRIFEK-MNIO-GZT | 00V ELECTRONIC DIMMING DRIVER
MVOLT 32 WATTS - 36 VA, R0-277V
OR EQUAL BY HUBBELL OR ELITE
H2 2 LINEAR LED SURFACE MOUNT FIXTURE | LITHONIA: 2400 LUMEN LED, 3500K
2000 LUVEN LBL2-2000LM-80CRI-35K-MINIO-GZT O-10V ELECTRONIC DIMMING DRIVER
MVOLT I7 WATTS - 19 VA, 120277V
OR EQUAL BY HUBBELL OR ELITE
K 7 PUCK LIGHT N 1300 LLMEN LED, 3500K
1300 LLMEN ISF-7TIN-IOLM-SWWS-90CRI-MVOLT-ZT | O-I0V ELECTRONIC DIMMING DRIVER
“WH 10 WATTS - Il VA, 120277V
OR EQUAL BY HUBBELL OR ELITE
L 14" UNDERCOUNTER LIGHT JINO! 500 LLUMEN LED, 3500K COORDINATE EXACT NUMBER OF FIXTURES
500 LUMEN UPLD-4IN-SWW24-90CRHAH ELECTRONIC DRIVER REQUIRED WITH THE ARCHITECT PRIOR TO
7 WATTS - 8 VA, 20V
OR EQUAL BY HUBBELL OR ELITE
M EXTERIOR LED WALL PACK LITHONIA: 2000 LUMEN LED, FIXTURE TO HAVE NORMALLY OFF
2000 LUMEN WDGE2LED-P2SW-36K-80CRI-VYW- ELECTRONC DRIVER INTEGRAL PHOTOCELL
MVOLT-SRM-PE B WATTS - 17 VA, 20277V
OR EQUAL BY HUBBELL OR ELITE
ME | EXTERIOR LED WALL PACK LITHONIA: 2000 LUMEN LED, 3500K FIXTURE TO HAVE NORMALLY OFF
WITH BATTERY BACKLP WDGEZLED-P2SW-36K-80CRI-VW- ELECTRONIC DRIVER INTEGRAL PHOTOCELL
2000 LUVEN MVOLT-SRM-EAWH-PE B WATTS - I7 VA, 20277V
OR EQUAL BY HUBBELL OR ELITE
M2 | EXTERIOR LED WALL PACK LITHONIA 6000 LUMEN LED, 3500K FIXTURE TO HAVE NORMALLY OFF
6000 LUMEN WDGEALED-POSW-235K-80CRI-VW- ELECTRONC DRIVER INTEGRAL PHOTOCELL
MVOLT-SRM-PE 73 WATTS - 25 VA, 120-277V
OR EQUAL BY HUBBELL OR ELITE
N 1" SQUARE SLRFACE MOUNT LIGHT JINO! 500 LUMEN LED, 3500K
50O LUMEN ISFSQ-2ZINHALM-SWWE-90CRHMVOLT- | 010V ELECTRONIC DIMMING DRIVER
ZT-WH B WATTS - I7 VA, RO-277V
OR EQUAL BY HUBBELL OR ELITE
o) 8" RETROFIT CAN LIGHT LITHONIA 500 LUMEN LED, 3600K
50O LUMEN LONSRV-35/5-LREBAR-LSS-MVOLT-GZIO | G0V ELECTRONIC DIMMING DRIVER
20 WATTS - 22 VA, 120-277V
OR EQUAL BY HUBBELL OR ELITE
06 | 6 RETROFIT CAN LIGHT LITHONIA: 1500 LIUMEN LED, 3500K
EOO LUMEN LDNERV-35/B-LR6AR-LSS-MVOLT-GZIO | O-10V ELECTRONIC DIMMING DRIVER
20 WATTS - 22 VA, 2O-277V
OR EQUAL BY HUBBELL OR ELITE
Bd | EXTERIOR EMERGENCY LIGHT LITHONIA 2 WATTS - 13 VA, 120-277V
WITH COLD WEATHER BATTERY BACKLP | AFFOEL-DBLBDX-UVOLT-LTP-SDRT
NORMALLY OFF PHOTOCELL OR EQUAL BY HUBBELL OR ELITE
EG | EMERGENCY LIGHT LITHONIA 2 WATTS - 2 VA, 120-277V
WITH BATTERY BACKLP ELM2L-SDRT
OR EGUAL BY DUAL-LITE OR ISOLITE
EX | BXIT LIGHT - SINGLE SDED LITHONIA: 5 WATTS - 5 VA, 120277V ADJUST PART NLMBER AND PROVIDE
RED LETTERNG LOM-S-3-R-MVOLT ACCESSORES AS REGURED TO PROVIDE
WITH BATTERY BACKLP REGUIRED MOUNTING.
OR EQUAL BY DUAL-LITE OR ISOLITE

SEE ARCHTECTURAL PLAN FOR
MOUNTING LOCATION AND HEIGHT.

2. EC. SHALL SUBMIT CATALOG TO
ARCHTECT FOR APPROVAL PRIOR TO
PURCHASE, FINISIH COLOR/TRIM
SUBECT TO CHANGE PER ARCHITECT.

3. FELD VERFY LED COLOR WITH

ARCHTECT PRIOR TO ORDERING.

4, EQUAL FIXTURES ARE ACCEPTABLE
SUB.ECT TO THE APPROVAL OF THE
ARCHITECT AND ENGINEER.

PANEL 1A 120/208V, 3 PHASE, 4 WIRE PANEL 1D 120/208V, 3 PHASE, 4 WIRE
CKT DESCRIPTION KVA clelwleoslex [xr[cBlwl e[ c KVA | DESCRIPTION CKT CKT DESCRIPTION KVA clewloBlexa] [exr[cBw ][ e[ cC KVA | DESCRIPTION CKT
|_|LTS MECH ROOM Exst| E E|leE | E [20] 1 2 20| | E|E E__ |EXIST SPACE ONLY| 2 |_|LTS MECH Exst| E E|E | E [20] 1 2 20| | E|E E__ |EXIST REC 19| 2
3 LTS GRS, 19, 17 BEAUTY __EXIST|  E E|le e [20]3 4 |20l ElE[E E___ |EXST SPACE ONLY| 4 3 LTS 19, I7, PARLOR Exst| _E E|leE e [20][3 4 |20l ElE[E E___ |EXST REC CORRIDOR| 4
5 |LTS LALNDRY Exst|  E E|E|[E [20]5 6 |20 E[E|E E__ |ExST SPACE ONLY| 6 5 |LTS LAUNDRY Exst|  E E|E|E[20][5 6 |20 E|E|E E__ |ExST REC 17] 6
7 _|LTS CORRIDOR Exst| E E|le | E|[2]7 8 (20| e | E[E E__ |EXST SPACE ONLY| 8 7 _|LTS CORRIDOR ExsT|  E E|leE | E|[20]7 8 (20| e | E[E E__ |EXST REC 6| 8
9 LTS 8,9, 10,1 Exst|  E E|E | E [20]09 o (20| e[ E|E E__ |EXST SPACE ONLY| 10 9 L1s 8, 10,1, 13 Exst| E E|E|E [20]09 o 20| e[ E|E E___ |EXST REC 14| 10
LTS 13, 14, 5, 6 EXST| E E|leE | E[20][0 2 (20l e | E [ E E___ |EXST SPACE ONLY| 12 LTS 14, 5 16 EXST| E E|leE | E 2] 2 (20l e | E [ E E___ |EXST REC 13 12
13 [LTS A3, A5, COMMONS Exst|  E E|E|E [20]1 4 (20| E|E|E E__ |EXIST SPACE ONLY| 14 13_|LTS HOUSE COMMONS Exst|  E E|lE|E[20][ 4 |20l E|E|E E__ |EXST REC U] 14
5 LTS COMMONS ExsT| E E|eE|E|[20][5 6 (20| e [E | E E___ |EXST SPACE ONLY| 16 5 LTS COMMONS ExsT| E E|leE|E |25 6 (20| e [E | E E__ |ExisT REC 10| 16
I7_|LTS COMMONS Exst|  E Elelel2][r L ([0l elelE E_ |ExST SPACE ONLY| 18 I7_|LTS COMMONS Exst]  E Elelel2][r L ([0l elelE E_ |EXIST REC 8] 18
I [REC CORRIDOR BATHS Exst| E E|eE|E[2]® 20|20l |[E|E E__ |EXIST SPACE ONLY| 20 1 |LTS CORRIDOR Exst|  E E|E|[E[20]® 20|20l |[E|E E__ |EXIST REC 3| 20
2_|REC CORRIDOR BATHS Exst|  E E|lE | E [20]2 2 2ol e[ EE E___ |EXST REC A5| 22 2 |REC CORRDIR ExsT| E E|lE | E [20]2 2 |20l e[ EE E___ |EXST REC 5[ 22
23 |RANGE TOP ExsT| _ E E|E|E[B [23 24 (20| E | E [ E E__ |EXST REC A3| 24 23 |RANGE Exst| _E E|E|[E [30][23 24 |20 | E | E | E E__ |EXST REC SOMMONS| 24
% E - -TEele]|s 2% |20 E [ E|E E___ |EXST REC COMMONS| 26 % E - -1TEele]|s 2% |20 E [ E|E E___ |EXST REC COMMONS| 26
27 _|DRYER Exst|  E E|E | E 30|27 28 (20| E | E | E E__ |ExsST REC TUB TRUNK| 28 27 _|DRYER Exst| __E E|E | E |30]27 8 (20| E | E | E E__ |ExsST REC TUB TRUNK| 28
29 E - -1 Eel2]|2 0|2l e ]|E E__ |ExisT REC BEAUTY PARLOR| 30 29 E - -1 Eel2]|2 0|2l e ]|E E__ |ExisT WALL HEATER 3| 30
3 |[REC COUNTER Exst|  E E|E | E |20 |3l 2 (20| E|E | E E__ |EXST WALL HEATER 7| 32 3 |REC KITCHENETTE Exst|  E E | E | E |20 3 2 |20 E|[E|E E__ |EXIST WALL LEATER 5| 32
33 [REC WASHER Exst| E E|E | E [20]3 34 (20| E[E[E E__ |[ExST WALL HEATER 2| 24 33 [REC WASHER Exst| E E|E | E [20]3 4 |20l E[E[E E__ |[ExST EXISTNG LOAD| 24
265 [EXISTING LOAD Exst|  E E|le | e [20]3 % 60| E | E | E E___ |EXST EXISTNG LOAD| 36 25 |[FIRE ALARM _PANEL ExsT| E E|lE | E [20]3 % |20 E | E|E E___ |EXST EXISTING LOAD| 36
37 |FIRE ALARM PANEL Exst|  E E|E [ E [ 20 [37 8 [P | E [ - [ — E 38 37 |RISER UNIT HEATER NOTE 3] 09 v2 | 12 [ 12 [ 20| a7 38 (80| E [E [ E E__ |EXST DRYER| 38
39 [RISER UNIT HEATER NOTE 3| 09 v2 | 2 [ 2 [20]39 20| -l -]- E 40 39 [HOTBOX NOTE 4| 05 v2 | e [ 2 [20]39 20w | -] - E 40
41 |SPACE ONLY 0.0 — | -1 =-1T=-Ta 2 | - -1 -1= 00 SPACE ONLY| 42 41 |SPACE ONLY 00 — | -1 =-1T=-Ta 2| - e | =]= E 42

DESCRIPTION [ONNECTED DEMAND | DEMAND 225 A MNMUM BUS SIZE FLUSH MOUNTING DESCRIPTION [ONNECTE DEMAND | DEMAND 225 A MNMUM BUS SIZE FLUSH MOUNTING

KVA | FAcTOR |  kva MAIN LGS ONLY NEMA | ENCLOSURE KvA | FacTOR |  kva MAIN LUGS ONLY NEMA | ENCLOSURE
CONT. LOAD 020 125% 025 10 K MNIMUM AIC RATING GROUND BAR CONT. LOAD 020 125% 025 10 K MNIMUM AIC RATING GROUND BAR
RECEPTACLE o8 [oss0s | o RECEPTACLE o8 [oss0s | o
MTRS/COOLS 0.00 1008 0.00 MTRS/COOLS 000 1008 000
HEATS 0.00 I00% 0.00 HEATS 000 I00% 0.00
WATER HEATER| 000 1008 000 _[NOTES CONNECTED LOADS WATER HEATER| 000 1008 000 [NOTES CONNECTED LOADS
EQUIPMENT 050 I00% 050 |l EXISTING SQUARE D' NQOB PHASE Ar 20.4 KVA EQUIPMENT 1Ot I00% Ol | EXISTING SQUARE Dt NQOB PHASE A: 23 KVA
KITCHEN EQUP. | 000 5% 000 |20 'E' DENOTES EXISTING BRANCH CIRCUIT TO REMAIN PHASE B! 213 KVA KITCHEN EQUP. | 000 5% 000 |20 'E' DENOTES EXISTING BRANCH CIRCUIT TO REMAIN PHASE B! 209 KVA
EXISTNG LOAD | 6120 125% 7650 |3, EC. TO PROVIDE NEW BREAKER PHASE C 20.4 KVA EXISTNG LOAD | 6120 125% 7650 |3, EC. TO PROVIDE NEW BREAKER PHASE C 20.4 KVA
25% OF LARGEST HVAC/MOTOR 000 |a. TOTAL: 621 KVA 2538 OF LARGEST HVAC/MOTOR 000 |4 EC. TO PROVIDE NEW GFPE BREAKER TOTAL: 62.6 KVA
TOTAL DEMAND 7743 5. DEMAND 25 AVP TOTAL DEMAND 7794 5. DEMAND 26 AMP

PANEL SCHEDULES

NOT TO SCALE

3221 BLUE RIDGE ROAD, STE 113
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KEY NOTES

@ CON(N)EC'E)NEW FIXTURE TO EXISTING LIGHTING AND SWITCHING CIRCUIT IN THIS AREA AVAILABLE FROM
DEMOLITION

@ EXISTING FAN TO BE REINSTALLED IN EXISTING LOCATION AFTER DEMOLITION. CONNECT TO EXISTING
POWER AND SWITCHING CIRCUITS

@ NEW LIGHTS, SWITCH, AND POWER CONNECTIONS FOR UNIT HEATER.
THESE WILL BE CONNECTED TO NEW CIRCUITS IN AN EXISTING PANEL.

@ FIXTURE TO BE CONNECTED TO EXISTING EXTERIOR LIGHTING CIRCUIT. CONNECT INTEGRAL PHOTOCELL
CONTROL AHEAD OF NORMAL POWER

@ FIXTURE TO BE CONNECTED TO EXISTING EXTERIOR LIGHTING CIRCUIT. CONNECT BATTERY BACKUP
CONTROL AHEAD OF INTEGRAL PHOTOCHLL CONTROL

MECHANICAL
ROOM

NOTES:

. THE CEILNG AREA IN THE HALLWAY AND COMMON SPACES OPEN TO THE HALLWAY WILL BE
IFHOUR RATED. TENTING AND PROTECTION OF THE LIGHT FIXTURES IN THESE AREAS WILL BE
THE RESPONSIBILITY OF THE GENERAL CONTRACTOR.
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N
KEY NOTES )
(1) CONNECT NEW FIXTURE TO EXISTING LIGHTING AND SWITCHING CIRCUIT IN THIS AREA AVAILABLE FROM z
DEMOLITION =
(2) EXISTNG FAN TO BE REINSTALLED IN EXISTING LOCATION AFTER DEMOLITION. CONNECT TO EXISTING 213
POWER AND SWITCHING CIRCUITS o | &
(3) FIXTURE TO BE CONNECTED TO EXISTING EXTERIOR LIGHTING CIRCUIT. CONNECT INTEGRAL PHOTOCELL % %
CONTROL AHEAD OF NORMAL POWER blo
(4) REWORK OF THIS BATHROOM IS UNDER ALTERNATE E-, BASE BID WILL LEAVE EXISTING SWITCHING IN =
PLACE. AS PART OF THE BASE BID, REPLACE THE EXISTING WALL MOUNTED FIXTURE WITH NEW FIXTURE C. <
THE EXISTING CAN LIGHTS WILL REMAN.
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KEY NOTES

@ CONNECT NEW FIXTURE TO EXISTING LIGHTING AND SWITCHING CIRCUIT IN THS AREA AVAILABLE FROM

DEMOLITION

@ EXISTING FAN TO BE REINSTALLED IN EXISTING LOCATION AFTER DEMOLITION. CONNECT TO EXISTING
POWER AND SWITCHING CIRCUITS

@ NEW LIGHTS, SWITCH, AND POWER CONNECTIONS FOR UNIT HEATER.
THESE WILL BE CONNECTED TO NEW CIRCUITS IN AN EXISTING PANEL.

@ CONNECTION FOR NEW HOT BOX HEATER. SEE CIVIL PLAN FOR EXACT LOCATON. THIS WILL BE CONNECTED
TO A NEW CIRCUIT IN AN EXISTING PANEL.

@ FIXTURE TO BE CONNECTED TO EXISTING EXTERIOR LIGHTING CIRCUIT. CONNECT BATTERY BACKUP
CONTROL AHEAD OF INTEGRAL PHOTOCELL CONTROL

NOTES:

. THE CELING AREA IN THE HALLWAY AND COMMON SPACES OPEN TO THE HALLWAY WILL BE
IFHOUR RATED. TENTING AND PROTECTION OF THE LIGHT FIXTURES IN THESE AREAS WILL BE

THE RESPONSIBILITY OF THE GENERAL CONTRACTOR.
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KEY NOTES §
@ Sé)u(N)E(‘%I-E)I\NIEW FIXTURE TO EXISTING LIGHTING AND SWITCHING CIRCUIT IN THIS AREA AVAILABLE FROM é
@ Eg\\?‘VEEGAEéNS-\l/—V(I)TgEIN%El,(\IZISIL;FCIZALIjI:I%D IN EXISTING LOCATION AFTER DEMOLITION. CONNECT TO EXISTING g é
@ géLL%E%LT%HBEEAS%NFNE%E%)AE% g\)/(\EEING EXTERIOR LIGHTING CIRCUIT. CONNECT INTEGRAL PHOTOCELL é %
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THE RESPONSIBILITY OF THE GENERAL CONTRACTOR. ’%5 < E i'%
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SYMBOL LEGEND FIRE ALARM NOTES 8
[Ye]
SYMBOL DESCRIPTION REMARKS Ll SEE PLANS FOR QUANTITY AND LOCATION OF ALL EQUIPMENT. -
T EEEAT BHR o e T e o s s :
. EC. T T T TION.
@ B S a0 BE RENSTALLED AT EXISTING LOCATION EXSTNG e ALL MODFICATION SHALL NOT VOID EXISTING SYSTEM CURRENT WARRANTY OR SERVICE 215
CONTRACT. S| E
DEOKI XX EXISTNG FIRE ALARM CELING STROBE/HORN TO BE RENSTALLED AT EXISTNG ~ EXISTNG * REPROGRAM EXISTING PANEL AS REQUIRED BY EC. o |2
LOCATION AFTER LIGHTING REPLACEMENT, "XX" INDICATES CANDELA RATING. 2. CONTRACTOR SHALL PROVIDE COMPLETE DOCUMENT PER 20I8 FIRE CODE SECTION 907.1 AND o |38
wp (Bl X" FIRE ALARM STROBEMMORN. MOLNT 80° AFF, WEATHERPROOF NEW TO MATCL 90742 TO TO ENGINEER FOR APPROVAL PRIOR TO SUBMIT TO AND TESTING BY LOCAL FRE %
75 dBA SOUND LEVEL, "XX' INDICATES CANDELA RATING. EXISTNG MARSHAL'S OFFICE. &
: 3. PLACARD THE ENTIRE FIRE ALARM SYSTEM. PROVIDE PANEL AND CRCUIT NUMBERS ON A L
oy PULL STATION. MOUNT 42" AFF. N g MATCH NAME PLATE AFFIXED TO THE FACE OF THE FIRE ALARM CONTROL PANEL. NEPA 72 AND ADA DEVICE
[D] EXISTNG DUCT DETECTOR REMOTE ALARM ANNUNCIATOR TO BE RENSTALLED ~ EXISTNG 4. CONTRACTOR SHALL PROVIDE LPDATED ZONE MAPS COMPLETE WITH ADDRESSES OF INSTALLATION REQUIREMENTS
APPLICABLE ZONE FOR EACH FIRE ALARM DEVICE IN WOODEN FRAME ADJACENT TO THE
AT EXISTING LOCATION AFTER LIGHTING REPLACEMENT
EXISTNG FIRE ALARM CONTROL PANEL. L )
Q@) EXISTNG SMOKE DETECTOR TO REMAN EXISTING 5. FIRE ALARM CONTRACTOR SHALL PROVIDE BATTERY CALCULATIONS AND CUT SHEETS FOR CONDUIT
FIRE ALARM SYSTEM TO ENGINEER FOR APPROVAL. ——— . \\‘e‘\“(l:l’x;'éullll
g Oy
E EXISTING PULL STATION TO REMAN EXISTNG 6. ALL WIRING SUALL BE SUPERVISED. \ NSTALL pe S {'/,1/;2
: S5 me v 2
£ DEOKI'Xx' EXISTNG FIRE ALARM CELING STROBE/HORN TO REMAN EXISTNG 7. ALL WIRNG SHALL BE PER MANUFACTURER'S SPECIFICATIONS. MO NeD NATIONAL ELECTRIC CODE ST R Spf consuavs 1Z%
=8i core. 102
» 8. ALL WIRNG SHALL BE IN CONDUIT. BOX ADBLE € VISUAL 29 o sy S
e [ok]xx' EXISTNG FIRE ALARM STROBE/HORN TO REMAN EXISTNG . ADDRESSABLE SLC CIRCUIT REGUIREMENTS: DEVICES ON APPROVED 2N >
e WRING CLASS SHALL BE PER EXISTNG. FIELD VERIFY. BOXES. 2
WP 'XX' EXISTNG WEATHERPROOF FIRE ALARM STROBE/HORN TO REMAN EXISTNG s el AR SUPPLT DIFFUSER OR
E XX I0. NOTIFICATION CIRCUIT REQUIREMENTS: DETECTOR RETURN AR OPENING
+ WRING SHALL MATCH THE BXISTING SyoTem RO LOADING. NG |
A e «  FURNISH NOTIFICATION CRCUITS AS REQURED TO ACCOMMODATE CIRCUT LOADING. N . S
PXEXT XX EXSTING_TIRE /Ll CELING STROBE/HORIN TO BE REMOVED BXSTNG NOTIFICATION CIRCUIT SHALL BE LOADED TO MORE THAN 80% CAPACITY. 02" MNMUV TS 0" MINIMUM SPEAKER/STROBE A 0’4" MNMUM
: ) 0’6" MINIMUM
I NOTIFICATION APPLIANCE RATINGS: OR HORN/STROBE nT
D] EXISTING DLUCT DETECTOR REMOTE, ALARM ANNUNCIATOR TO BE REMOVED EXISTING «  PROVIDE SOUND (dB) AND CANDELA (Cd) RATINGS FOR ALL HORN/STROBE DEVICES PER =X ANNUSEQ'?%% / SMOKE/LEAT o
' ' NFPA 72 AL VISBLE NOTIFICATION APPLIANCES SHALL BE SYNCHRONZED PER NEPA 72 Sasacall MMM
e 185557 AND 185356, [] ‘\;
Q) S Ty PMORE DETECTOR TO BE REMOVED FROM CELING, SUPPORTED, EXISTNG « A DECIBEL LEVEL OF (5 dB ABOVE AMBENT ON NFPA 72, TABLE Al8.4.3) SHALL BE CONTROL kL orN
NEPA 70, 1431 ) SHALL BE MANTARED N ALL MEGHANCAL EGUPVENT ROOMS PES £ PANEL N sreoe
, 18.4.3, T T
EXISTING FIRE ALARM REMOTE ANNUNCIATOR TO REMAN S e, | ) NFPA 72 AND THE 2018 NORTH CAROLINA STATE BUILDING CODE (SECTION 907.6.2) I ,
2. THE FIRE ALARM SYSTEM BATTERY SHALL HAVE CAPACITY TO POWER THE FIRE ALARM T MAXIMUM
EXISTNG FIRE ALARM CONTROL PANEL TO REMAN I | o SYSTEM FOR NOT LESS THAN 60 HOURS PLUS 5 MNUTES OF ALARM PER THE SCO FIRE MANUAL PULLN Top O
ALARM GUIDELINES. STATION 0
@ MONITOR MODULE NEW TO MATCH HNGED SIDE | 50" MAXIMUM 80’ MNMUM
13. T IS THE RESPONSIBLLITY OF THE FIRE ALARM CONTRACTOR, PRIOR TO STARING WORK, TO « R
ADDRESSABLE. EXSTNG ENSURE THAT THE NEW AND EXISTING FIRE ALARM DEVICES CAN PRODUCE THE SAME, < 5-¢ P2 M OF DEVICE WzOe
" FIPE SPRINKLER WATER FLOW SWITCH BY SPRINKLER SYNCHRONIZED, AUDIBLE TONE/PULSE ALARM. IF NOT POSSIBLE, NOTIFY ENGINEER) b | W 2
CONTRACTOR. : 3'-g" c > B
. FopFuszfglNgé%%gﬁTEMoum ITY AND LOCATION OF FLOW AND TAMPER SWITCHES WITH (3'-6" MINIMUM z i 7 9
. T TIT T T T T I ' 2
[vs] FIRE SPRINKLER VALVE SUPERVISORY SWITCH (TAMPER SWITGH. BY SFENCLER SPRINKLER'S FINAL DRAWINGS AND/OR CIVIL FINAL DRAWING FOR TAMPER SWITCH FOR 4'-0" MAXIMUM) FINISHED < [E 7 S
CONTRACTOR. SO O] FLOOR Sy
LOW TEMP SENSOR. TEMP SETTING 40 POTTER: RTS-O « PROVIDE MONITORING MODULES AS REQUIRED FOR SPRINKLER SYSTEM. ‘ ‘ wd |G 2D
. . [
NORMALLY GPEN ROOM TEMPERATURE. B. PRIOR TO STARTING THE FIRE ALARM DEMOLITION WORK THE CONTRACTOR SHALL VERIFY b~ y%%
AFC ABOVE FINISLED CELING THE EXISTING FIRE ALARM PANEL IS FULLY OPERATIONAL AND HAS NO TROUBLE CONDITIONS, 205 o
FC. THE CONTRACTOR SHALL RUN A TEST AND PROVIDE A COPY OF THE REPORT SHOWING THE Sd8 o
SENSITIVITY FOR EACH SMOKE DETECTOR. AT THE COMPLETION OF THE PROJECT, THE 838 I
AFF. ABOVE FINISHED FLOOR - NOTE ALL MOUNTNG DIVENSIONS CONTRACTOR SHALL PROVIDE ANOTHER TEST REPORT.
GIVEN ARE TO THE BOTTOM OF THE QUTLET BOX 16. SMOKE DETECTORS THAT SHOW A CHANGE IN SENSITIVITY OF MORE THAN 5% WILL BE N /
CLEANED BY THE CONTRACTOR. ( .
= Z
= O
=5 <
g2 9
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ol 2 # R
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INPUT/OUTPUT MATRIX FACP ANNUNCIATION [ NOTIFICATION | REQURED FIRE SAFETY CONTROL c 1 ~
6 L m
< 5 o
v \y NZEVES
O S <
64 o‘;\oQ C A @>\Q N <
Ve A A e NOTES KEY NOTES A= o
) Y Q@o? S o £ oéio S (DINTIATNG CIRCUIT O
Yy (S A « & &S L PROVIDE PROPER PROTECTION AND SUPPORT FOR ALL FIRE ALARM : < w S
EE LA & S OLS CEILNG MOUNTED DEVICES DURNG THE GEILING DEMOLITION. SLUT DOWN CIRCUIT =
&“\ Q{;é‘\\ 7> % c?v,\ P R é@,\«/v\ MODULES, WIRING, AND PROGRAMING AS REQUIRED. @ : LL] | OC
v %) » \/, ! -
87 \%’vgo NS o \,@\ £ @“ A A AT 2. RE-NSTALL EXISTING DEVICES INTO THE NEW CEILING. PROVIDE ANY (3)WRING BETWEEN FACP AND FCELL IN CONDUITS T O O T
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KEY NOTES

@ EXISTING FIRE ALARM DEVICE TO BE REINSTALLED INTO THE NEW CEILING.

NEW SPRINKLER RISER. 2 NEW TAMPER AND FLOW MONITORING MODULES AND MONITORING
MODULE FOR PIV LOCATED NEAR BUILDING D. SEE THE SITE CIVIL PLAN FOR EXACT LOCATION.

NOTES:

CONTRACTOR TO INCLUDE AS PART OF THEIR BASE BID, THE RELOCATION OF UP TO 6 FIRE
ALARM DEVICES PER BUILDING, THIS WILL BE TO ALLOW FOR MINOR RELOCATION OF FIRE
ALARM DEVICES FOR COORDINATION WITH NEW SPRINKLER HEADS AND NEW LIGHT FIXTURES.
ASSUME THE FIRE ALARM DEVICE MAY NEED TO BE SHIFTED TO AN ADJACENT TILE AND
MAY REQUIRE REPLACEMENT OF THE EXISTING FLEX CONNECTIONS AND WIRING.
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KEY NOTES

@ EXISTING FIRE ALARM DEVICE TO BE REINSTALLED INTO THE NEW CEILING.
NEW SPRINKLER RISER. 2 NEW TAMPER AND FLOW MONITORING MODULES AND MONITORING

@ MODULE FOR PIV, MONITORING MODULE FOR HOT BOX TAMPER AND LOW TEMPERATURE SENSOR.
SEE THE SITE CIVIL PLAN FOR EXACT LOCATION.

@ TAMPER SWITCH AND LOW TEMP SENSOR AT HOT BOX. APPROXIMATE LOCATION. SEE CIVIL PLAN
FOR EXACT LOCATION.

@ TAMPER SWITCH AT PIV FOR BUILDING D. APPROXIMATE LOCATION. SEE CIVIL PLAN FOR EXACT
LOCATION.

@ TAMPER SWITCH AT PIV FOR BUILDING A/B. CONNECTS BACK TO BUILDING B FACP. APPROXIMATE

LOCATION. SEE CIVIL PLAN FOR EXACT LOCATION.

NOTES:

. CONTRACTOR TO INCLUDE AS PART OF THEIR BASE BID, THE RELOCATION OF UP TO 6 FIRE
ALARM DEVICES PER BUILDING, THIS WILL BE TO ALLOW FOR MINOR RELOCATION OF FIRE
ALARM DEVICES FOR COORDINATION WITH NEW SPRINKLER HEADS AND NEW LIGHT FIXTURES.
ASSUME THE FIRE ALARM DEVICE MAY NEED TO BE SHIFTED TO AN ADJACENT TILE AND
MAY REQUIRE REPLACEMENT OF THE EXISTING FLEX CONNECTIONS AND WIRING.

XKL

G IR HIKLRARKKS
G IR HIKILRLKLKAKK

99,9 000 9 9990999 99 OO V99 9O

0000000030 %% 020202000 %0 %2766 1020202220262 20 2002 % % %%

929:9.9:9:9.9:.9.9.9:9:.9:.9.9:9:9:9.9.9:9:9.9.9:9,

0999909 00095992 9.90.9.9:9:9.9.9.9:9:9:9.9.9.9.

909.9:9:9.9.9:9.9.9.9:9:9.9.9.9.9.9.9.9.9.9.9.9.9.9:9.

KRR RS
GRS G I A ISR IRRIILRLRLLILLLILRA RS
<%wwwwwwwwwwwwwggwwgw?gggggg§g@g&g&g&g&g&g&g&g&g&g&gg
G A A KR IIRRIRRILLILAH I I HHIKIIIIIIILLIRRRKS

SSSSS

IO

SE
=
v

@

SPRINKLER RISER

qQQgg%%wwwwwwwwwuuuugggugug§§§§§§§§§§§s§$sssssgﬁﬁﬁg
ERLRLHLRLRLIRILRLIXIAXIHX K MO WORK LI RICAIRIICAIRHLIIAI K
000 000 0700 % 2020 %06 0 2 % 2 R I =l Yy 1990 %0 %0 %6 %676 70 %0 20 20 %076 %6 %676 %6 16 %0 %% %

(oo

e

vs| [vs| (vl [vs]

E
E

(e e
CRT
(e e

E
E
E
E

G R IHIILRLR LKL R RIS
R R S S S SRR IR
oot
<g~gggggg&&&&g&g@g@g&gp0000ooooooooq&gggg&&gggggggp
G S IR IR IIILRLIIIRLKS
G R S I HRIRRRRARIIIIHIRKS

00002020 202020 020000 000NN NN N0,
SOOI G000 2920.020200036%6%020%0 203030 0302030 03030 30302ttt de e tetetetetete
OO SOSOSI OIS 92020202020 S 02020 0102000 1000262000 000000000000 000000:
R A IR I IIILRRIRIAIHIIILKS

%
G S R IR I IR IR
G R R SRR IR IR

5 Y

MMMMMMMM

SSSSSSS

OOOOOOO

OOOOOOOO
OOOOO

PPPPP

PPPPPPPP

FIRE ALARM PLAN - BUILDING D1 1

SCALE: 118" = I'-0O"

wwwwwwwwwwwwwwww

RRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRRR
DDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDDD

EEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEEE
PPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPPP

North Carolina Design Registration #F-1507

EEEEEEEEEEEEEEEEE

REVISIONS
FOR CONSTRUCTION |[5/27/25

LANTEC
>IMEG

BLUE RIDGE

A

ENGINEERS, PA

3221 RID
RALEIGH, NC 27612
919 57HI

NC DEPARTMENT
OF INSTRUCTION
SCO #
24-27792-01A

( PREPARED FOR:

GOVERNOR MOREHEAD SCHOOL
SPRINKLER, ADA TOILET, LIGHTING
RALEIGH, NC

UF’GRADEé FOR DORMS A, B, + D

\. J

-
CONTENTS:

BUILDING D FIRST
FLOOR FIRE ALARM
PLAN

\. J

DATE:
May 27, 2025

DESIGNER: SWM

ENGINEER: DJW
\ J

-
SHEET NO.

F-103




24048

KEY NOTES

@ EXISTING FIRE ALARM DEVICE TO BE REINSTALLED INTO THE NEW CEILING.

NOTES:

. CONTRACTOR TO INCLUDE AS PART OF THEIR BASE BID, THE RELOCATION OF UP TO 6 FIRE
ALARM DEVICES PER BUILDING, THIS WILL BE TO ALLOW FOR MINOR RELOCATION OF FIRE
ALARM DEVICES FOR COORDINATION WITH NEW SPRINKLER HEADS AND NEW LIGHT FIXTURES.
ASSUME THE FIRE ALARM DEVICE MAY NEED TO BE SHIFTED TO AN ADJACENT TILE AND
MAY REQUIRE REPLACEMENT OF THE EXISTING FLEX CONNECTIONS AND WIRING.
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